COUNTY OF NEWBERRY

OFFICE OF THE COUNTY COUNCIL
COURTHOUSE ANNEX, 1309 COLLEGE STREET

COUNCIL MEMBERS:
HENRY H. LIVINGSTON, IIf, CHAIRMAN
WILLIAM D. WALDROP, VICE-CHAIRMAN
JOHN E. CALDWELL
EDGAR BAKER
KIRKSEY KOON
LESLIE (LES) HIPP
STEVEN C, STOCKMAN

June 22, 2009
Addendum #1
Bid Number 2009-08
Electrical Installation of Generators
Newberry County, SC
1. Relocation of Prosperity Generator and conduit routing.

POST OFFICE BOX 156
NEWBERRY, SOUTH CAROLINA 29108

VOICE: (803) 321-2100
FAX: (803) 321-2102
WEB: www.newberrycounty.net

2. Inclusion of Fairview fuel tank information.

WAYNE ADAMS
COUNTY ADMINISTRATOR
A.J. TOTHACER, JR.
COUNTY ATTORNEY
LAURIE N. RENWICK
CLERK TO COUNCIL
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Installation Data

Fairview Fire Station

(1) C9 250kw

Packaged Diesel Generator

Prepared for:

Newberry County

June 09




Page 3 : Overview

Page 4 : Enclosure Drawing for Fairview

Page 5 : Fuel Tank Transition Drawing for Fairview
Page 6 : Fuel Tank Drawing for Fairview

Page 7 : ATS Drawing for Fairview

Page 8 : Wire Pull for Fairview

Pages 9, 10, 11 : Concrete Pad Information



Fairview

250kw Diesel Generator, Caterpillar model C9 with 24hr fuel tank and
weatherproof enclosure. 800A NEMA 3R ATS 208V 3Pole

Generator Dimensions (L x W x H):
190” x 63” x 109”

Weight = approx 15,0001bs without fuel
Fuel Tank Capacity = 700gallons

* for ATS dimensions please reference the attached ATS drawing
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FITTING DESCRIPTION LENGTH QUOTE# 060409-10DM

1/2" NPT FUEL SUPPLY DROP TUBE 32412"

10

112" NPT FUEL RETURN DROP TUBE 242 BLANCHARD CAT €

2 NPT LOW FUEL SWITCH 23-114" COUNTY OF NEWBERRY

1-1/2" NPT ROCHESTER FUEL GAUGE 29-1/2"

2" NPT NORMAL VENT censer | CoCAE

6" NPT EMERGENCY VENT GALLONS

1/2" NPT BASIN DRAIN AND ALARM 700

ENCL. WEIGHT TANK WEKGHT GENSET WEIGHT TOTAL WEGHT

TIo|Mmojojw| >

2" NPT LOCKABLE FUEL FILL

2410188, 3,00018S. | 5042(BS. | 10452LBS.

ESCRPTION 1, 142 CLOSED TOP DIKE FUEL TANK

SPECIAL INSTRUCTIONS

MOUNT UNIT AND CONNECT FUEL LINES.

LEAK DETECTION SWITCH EQe 682

TANK EGR 47

i B" 104" - 2" R
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